
DETAIL NOTES

1. NEW/RELOCATED FIRE ALARM DEVICE, SEE FIRE ALARM GENERAL NOTES.

2. E.C. TO ENSURE RECEPTACLES WITHIN 6' OF SINK EDGE HAVE ACCESSIBLE GFCI

PROTECTION. PROVIDE IF NEEDED.

3. PROVIDE ABOVE COUNTER DEADFRONT GFI DEVICE AHEAD OF KITCHEN OUTLET AS

NEEDED TO PROVIDE AN ACCESSIBLE GFI PROTECTION FOR KITCHEN DEVICE.

PROVIDE ADHESIVE LABEL TO COVER INDICATING DEVICE SERVED, P&S MODEL 2085

OR EQUAL.

4. PROVIDE HALF SWITCHED GFI QUADRUPLEX OUTLET. SWITCHED HALF FOR DISPOSAL,

UNSWITCHED FOR DISHWASHER. PROVIDE GROMMETS AND CORD AND CAPS AS

NECESSARY.

5. NEW BACK BOX WITH 3/4"C TO ABOVE CEILING WITH PULL STRING FOR CARD READER.

COORDINATE LOCATION WITH ARCHITECT.  E.C. TO COORDINATE EXACT ROUGH-IN

AND POWER REQUIREMENTS WITH SECURITY VENDOR INCLUDING BUT NOT LIMITED

TO: DOOR STRIKE, FIRE ALARM CONNECTION/CONTACTS, AND POWER SUPPLY.

6. NEW POKE THRU TO BE INSTALLED.  CONTRACTOR TO USE LEGRAND WIREMOLD POKE

THRU DEVICE, SPEC 6ATCPAVBK OR EQUAL. PROVIDE 1-1/4” CONDUIT FOR  A/V AND

COMMUNICATIONS TO BE RAN UNDER FLOOR TO T.V. BACK BOX AND 3/4” CONDUIT TO

NEAREST WALL FOR POWER.  CONTRACTOR TO EXTEND CONDUIT FROM TV BACK BOX

TO ABOVE CEILING FOR COMMUNICATIONS CABLING.  COORDINATE FACEPLATE

COVERS AND ACCESSORIES/OPTIONS WITH TENANT/ACHITECT PRIOR TO

INSTALLATION.   X-RAY/GPR FLOOR PRIOR TO CORE-DRILL.

7. NEW FLOOR BOX, REFER TO FURNITURE SCHEDULE FOR DETAILS.

8. SPLIT WIRE FOURPLEX BETWEEN TWO CIRCUITS. ONE CIRCUIT PER DUPLEX

RECEPTACLE. REFER TO SPLIT WIRE DETAIL FOR MORE INFORMATION.

9. PROVIDE NEW LEGEND WIREMOLD PEDESTAL STYLE POKE-THRU DEVICE FOR TENANT

FURNITURE SYSTEMS. SPEC 241-H/BTC FOR SERVICE HEAD, FIT FOR 2" POKE

THROUGH WITH JUNCTION BOX ASSEMBLY, FPB-B FOR BLANK FACE AND FP2R FOR

2-GANG DUPLEX FACE PLATE.  CONTRACTOR TO RE-USE EXISTING CONDUITS AS

APPLICABLE.

10. NEW 1500W WATER HEATER, 120V. CONNECT THROUGH NEW DISCONNECT SWITCH

USING 2-#12CU;#12GND IN 3/4"C.

11. PROVIDE NEW NEMA L6-30R RECEPTACLE TYPE. RECEPTACLES TO BE STEM MOUNTED

TO TENANT SERVER RACK.

12. NEW RECESSED RECEPTACLE/TV/DATA CONNECTION FOR TV. ARLINGTON BOX MODEL

#TVBS507 OR EQUAL.  COORDINATE EXACT LOCATION WITH TENANTS VENDOR.

PROVIDE 1-1/4" CONDUIT TO ABOVE CEILING FOR TV/DATA. PROVIDE CONDUIT FROM

T.V. BOX TO TENANT PROVIDED TABLE FOR TV/DATA.

13. TRANSFER FAN CONNECTED TO M.C. SUPPLIED LINE VOLTAGE THERMOSTAT.

THERMOSTAT WIRED/INSTALLED BY E.C.. CONNECT FAN THROUGH THERMAL SWITCH

USING 2-#12 CU AND #12 GND IN 3/4"C.

14. CONTRACTOR TO PROVIDE NEW JUNCTION BOX, COORDINATE HEIGHT & LOCATION

WITH ARCHITECT/TENANT.

SCALE: 1/8"=1'-0"

N

EXISTING ITEMS SHOWN AS LIGHT

NEW AND RELOCATED ITEMS SHOWN AS BOLDA.
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BETWEEN ADJACENT SPACES CONCLUDING CONSTRUCTION

CONTRACTOR TO VERIFY THE SEPARATION OF CIRCUITSB.

OF NEW DEMISING WALL.

ALL EXISTING RECEPTACLES TO BE RECIRCUITED, REFER TO C.

POWER PLAN FOR RECIRCUITING.
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CODE CIRCUIT TYPE

A 4 CIRCUIT 8 WIRE

B

C

D

3 CIRCUIT 7 WIRE

1. ELECTRICAL CONTRACTOR SHALL FULLY FIELD COORDINATE FURNITURE SYSTEM WORK STATION REQUIREMENTS WITH TENANT REPRESENTATIVES AND ACTUAL
FURNITURE SYSTEM SUPPLIED.  PROVIDE CIRCUITS, TELEPHONE/DATA OUTLETS, AND CONDUIT PER CODES BELOW.   MULTIWIRE NEUTRALS SHALL BE MIN #10AWG.
STUB  TELEPHONE/DATA CONDUIT UP 6" INTO ACCESSIBLE CEILING SPACE.  PROVIDE PULL WIRE IN CONDUIT AND PLASTIC BUSHINGS ON CONDUIT ENDS.
TELEPHONE/DATA CABLING AND DEVICES SHALL BE PROVIDED BY TENANT COMMUNICATIONS SYSTEM VENDOR UNDER SEPARATE CONTRACT.  ELECTRICAL
CONTRACTOR SHALL PROVIDE FINAL CONNECTIONS TO FURNITURE SYSTEM WITH “SEALTIGHT” FLEXIBLE CONDUIT WHIPS.  COORDINATE EXACT LOCATIONS, CONDUIT
ROUTING, AND REQUIREMENTS WITH ARCHITECTURAL PLANS, PROPERTY MANAGEMENT, AND FURNITURE SYSTEM SUPPLIER PRIOR TO ROUGH IN, CORE DRILLING AND
ORDERING OF EQUIPMENT, (TYPICAL).

· WALL:  PROVIDE TWO FOUR INCH SQUARE (DOUBLE GANG) WALL MOUNTED JUNCTION BOXES FOR POWER AND DATA.  MOUNT OUTLETS AT +15" A.F.F.

· FLOOR:    PROVIDE FULLY ASSEMBLED POKE-THRU PER CODE  BELOW, OR EQUAL.  COORDINATE COVER COLOR WITH ARCHITECT.  ELECTRICAL CONTRACTOR SHALL
PROVIDE X-RAYING OF FLOOR PRIOR TO CORE DRILL.   ROUTE  COMM CONDUIT TO NEAREST FULL HEIGHT ACCESSIBLE WALL.

· POWER POLE:  WIREMOLD #30TP-2V OR EQUAL.  PROVIDE TWO FOUR INCH SQUARE (DOUBLE GANG) JUNCTION BOXES ABOVE CEILING FOR POWER AND DATA.
PROVIDE DATA  GROMMET SIZED PER COMM CONDUIT CODE.
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G SEE DETAIL NOTES
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S WIREMOLD 4FFATC SERIES (3/4" PWR, 1-1/4"COMM)

T WIREMOLD  RC7AFFTC  +  RC7AM2TC (3/4" PWR, 2" COMM)

U HUBBELL S1PTFIT (1" PWR, 1" COMM)

V HUBBELL PT71SD + PT2FIT (3/4" PWR, 2" COMM)
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SONDER

# DATE DESCRIPTION
10.26.17 BUDGET PRICING
12.18.17 ENGINEERING BACKGROUNDS

4.3.18 PERMIT & CONSTRUCTION
5.21.18 REVISION #1

E2

POWER AND DATA
PLAN

A-1 ROOM SCHEDULE (SONDER)

ROOM NAME

101 VESTIBULE

102 RECEPTION/ WAITING

103 STORAGE

104 F.P.

105 STAIR

106 HALL

107 MEETING

108 SERVER

109 WELLNESS

110 ELEC. ROOM

111 ELEV. EQUIP.

112 OPEN OFFICE

113 JAN.

114 RESTROOM

115 RESTROOM

116 OPEN OFFICE

117 OFFICE

118 OFFICE

119 OFFICE

120 OFFICE

121 OFFICE

122 OFFICE

123 OFFICE

124 HALL

125 TRAINING

126 TRAINING

127 TRAINING

128 CONFERENCE

129 MEETING

130 MEETING

131 HALL

132 STORAGE

133 BREAKROOM

134 CONFERENCE
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